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VA BAKERSFIELD COMMUNITY-BASED OUTPATIENT CLINIC
VA GREATER LOS ANGELES HEALTHCARE SYSTEM

PROJECT DESCRIPTION

THIS IS TECHNICAL PORTION OF THE SOLICITATION
FOR OFFERS (SFO), WHICH WILL SERVE TO SOLICIT
PROPOSALS TO CONSTRUCT AN OUTPATIENT CLINIC
(OPC) IN BAKERSFIELD, CALIFORNIA, FOR THE VA
GREATER LOS ANGELES HEALTHCARE SYSTEM
(GLAHS).

PROJECT INFORMATION

THIS COMMUNITY-BASED OUTPATIENT CLINIC (CBOC)
WILL BE A NEW SINGLE-STORY BUIDING HOUSING
OUTPATIENT TREATMENT AND CLINIC FUNCTIONS, AND
ASSOCIATED SUPPORT SPACES. THE BUILDING WILL
BE ALL NEW CONSTRUCTION.

PROJECT LOCATION

BAKERSFIELD, CALIFORNIA

PROJECT DATA

OCCUPANCY CLASSIFICATION: AMBULATORY HEALTH
CARE (IBC GROUP B)

ACCESSORY TO AREA SERVED: RECEPTION AREAS,
INTERNET CAFE, RESTROOMS, MECHANICAL, STORAGE
CONSTRUCTION TYPE: NFPA 101, TYPE II-B, NON
COMBUSTIBLE / NON-RATED

BUILDING GROSS AREA: 37,921 SF

ALLOWABLE AREA: 46,000 sf (WITH AUTOMATIC
SPRINKLER)

ALLOWABLE HEIGHT (IBC): 5 STORIES (WITH
AUTOMATIC SPRINKLER)

BUILDING FLOORS: 1 FLOOR

FIRE PROTECTION: FULLY SPRINKLERED
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CRITERIA FOR SITE SELECTION SITE REQUIREMENTS
EXPANSION TRAFFIC, MAJOR STREET ACCESS, CONGESTION
SITE SELECTION SHOULD CONSIDER THE POSSIBILITY AND EASE OF FUTURE EXPANSION. IS THERE ROOM ON THE PROPOSED SITE FOR FUTURE EXPANSION, NOT ONLY FOR THE BUILDING, BUT FOR PARKING, SETBACKS, ACCESS TO MAJOR STREET ARTERIES SHOULD BE CONSIDERED. EASE OF NAVIGATION ON THE SITE, CLEAR ARRANGEMENT OF PARKING AND DRIVES SHOULD ALSO BE A PRIORITY. THE NUMBER OF ACCESS POINTS TO THE FACILITY « THE VA LIMITS THE DISTANCES BETWEEN BUILDINGS AND
ADDITIONAL STORMWATER STORAGE, ETC. MANY SIMILAR VA CLINICS PLAN FOR A 30% EXPANSION ON THEIR SITES AS A RULE OF THUMB. FOR THIS PROJECT, THE ARRANGEMENT OF PARKING ON THE SITE, RETENTION POND SHOULD BE CONSIDERED. WILL EMPLOYEES AND VISITORS HAVE SEPARATE LOTS, SEPARATE ACCESS DRIVES? ACCESS FOR EMERGENCY VEHICLES SHOULD ALSO BE CONSIDERED. AREA FOR LOADING AND UNLOADING, DOCK AREAS WHERE VEHICLES MAY DRIVE OR PARK. THESE
LOCATIONS, SITE CIRCULATION, LANDSCAPING, PROGRAMMATIC DEPARTMENT LAYOUT, BUILDING SYSTEMS SELECTION, AND EVEN STRUCTURAL SYSTEMS CAN MAKE FUTURE EXPANSION EASIER AND LESS DISRUPTIVE TO EXISTING AREAS AND SERVICE ACCESS SHOULD ALSO BE PLANNED REQUIREMENTS ARE FOUND IN THE VA'S PHYSICAL
CLINIC FUNCTIONING. WITH MINIMAL DISRUPTIONS TO VISITOR AND EMPLOYEE TRAFFIC. SECURITY DESIGN MANUAL. EXCEPTIONS ARE MADE FOR
EMERGENCY VEHICLES AND LOADING AREAS, HOWEVER,
SECURITY AND ATFP STAND OFF DISTANCE SUSTAINABILITY GATES WILL BE REQUIRED. THIS 25 FEET OFFSET
DOES THE PROPOSED SITE ALLOW ADEQUATE SECURITY STAND OFF DISTANCES ON ALL SIDES OF THE BUILDING? LIFE SAFETY PROTECTED FACILITIES, SUCH AS THIS PROJECT, REQUIRE 25’ SEPARATION BETWEEN FACE OF CURB SITE SELECTION SHOULD CONSIDER ACCESS TO VIEWS, NATURAL LIGHT, AND AVAILABLE OUTDOOR DISTANCE IS REQUIRED FOR ALL FACES OF THE BUILDING,
AND THE EXTERIOR FACE OF THE BUILDING. (50" FOR MISSION CRITICAL FACILITIES) FUTURE EXPANSION WILL REQUIRE STAND OFF DISTANCES AS WELL. SPACE BOTH FOR LANDSCAPING AND POSSIBLY FOR OUTDOOR TREATMENT SPACE. DOES THE SITE HAVE EXISTING TREES OR VEGETATION THAT CAN BE USED? DOES THE SHAPE OF THE AVAILABLE SITE LEND ITSELF TO ANORTH REGARDLESS OF THE SHAPE OR ORIENTATION OF THE
SOUTH BUILDING ORIENTATION TO MAXIMIZE DAYLIGHTING AND ENERGY EFFICIENCY? HOW DOES THE PROPQOSED SITE LEND ITSELF TO ACCOMPLISHING SPECIFIC LEED GOALS? BUILDING.
TOPOGRAPHY + THE DESIRE FOR "204 PARKING SPACES" WAS PROVIDED
RELATIVELY FLAT SITES ARE DESIRABLE FOR PARKING, VISIBILITY, WHEELCHAIR ACCESSIBILITY, AND EASE OF CONSTRUCTION. SITES WITH ROLLING HILLS MAY REQUIRE ADDITIONAL LAND IN ORDER TO PROVIDE SPACE TO CONSTRUCTION AND LAYDOWN SPACE IN THE STATEMENT OF WORK DOCUMENT. HOWEVER,
SLOPE THE GRADE OF THE SITE AWAY FROM BUILDINGS OR OTHER IMPROVEMENTS. DOES THE SITE HAVE ADEQUATE SPACE FOR THE CONTRACTOR’S LAYDOWN, CRANE AND EQUIPMENT PER CHAPTER 58 OF CITY OF BAKERSFIELD ZONING
© SPACE, ONSITE STORAGE, CONTRACTOR PARKING DURING CONSTRUCTION?
PUBLIC TRANSPORTATION
WHAT ARE THE DISTANCES FROM THE PROPOSED SITE TO PUBLIC TRANSPORTATION STOPS? WHAT ARE THE WAIT TIMES FOR SERVICE? WHAT IS THE TRAVEL DISTANCE AND LENGTH OF TRAVEL BETWEEN THIS FACILITY AND THE EXISTING VA CAMPUS
MAIN VA HOSPITAL? ARE THERE SPECIFIC DESIRED PARAMETERS FOR PUBLIC TRANSPORTATION? FOR EXAMPLE, HOW MANY BUS LINES OR BUS STOPS ARE WITHIN 1/4 MILE (15 MIN. WALK) FROM THE SITE?

ORDINANCE, PARKING RATIO IS 1:125 FOR OUTPATIENT
CLINIC WHICH EQUATES TO 304 PARKING SPACES TOTAL.

+ VA SPECIFIC GUIDELINES FOR PARKING AND ACCESSIBLE
THEY BE PHYSICALLY CLOSE IN ORDER TO SHARE RESOURCES MORE EASILY? WILL PATIENTS HAVE A NEED TO ACCESS BOTH FACILITIES DURING A SINGLE VISIT? SHOULD THIS NEW FACILITY BE LOCATED FARTHER AWAY FROM THE
EXISTING FACILITY IN ORDER TO SERVE A WIDER GEOGRAPHIC POPULATION?

PARKING SHOULD ALSO BE THOROUGHLY EXAMINED WITH
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RESPECT TO THE SITE. MORE ACCESSIBLE STALLS ARE
REQUIRED THAN TYPICAL DEVELOPMENTS. PG-18-13
BARRIER FREE DESIGN GUIDE OUTLINES IN DETAIL THE
REQUIREMENTS FOR VA ACCESSIBILITY.
« THE LANDSCAPING ELEMENT ARE NOT DEFINE IN THIS
STORM WATER MANAGEMENT (BMP (TYP.) SITE APPROX. 8 ACRES NEW CURB,  CCNCEPTOAL G P The UNDSCAPNG HOULD
LIKELY BE SCATTERED THROUGHOUT THE PARKING AREA
1 CUT AS ISLANDS AND COULD BE INCLUDED IN THE
50' SETBACK (TYP.) —— "----~—~""1
25' SETBACK (TYP.) AMBULANCE
29 _

STORMWATER RETENTION AREAS. ADDITIONAL CITY

_ REQUIREMENTS FOR TREES OR OTHER LANDSCAPING
AMBULANCE  sHOULD BE CONFIRMED WITH THE PARTICULAR ZONE OF

THE PARCEL AND OTHER APPLICABLE MUNICIPLE CODES.
ENTRY
_ _ = OUTDOOR ELEC GENERATOR _-
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* THE CLINIC OR HEALTH CENTER MAY ALSO HAVE A NEED
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WHAT IS THE RELATIONSHIP BETWEEN THE EXISTING VA CAMPUS AND THIS NEW FACILITY? SHOULD
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FOR ADDITIONAL LANDSCAPING ON THE SITE. IT MAY
EVEN BE PART OF THE TREATMENT SPACE FOR
OCCUPATIONAL THERAPIES, OUTDOOR PHYSICAL
THERAPIES, WANDER GARDENS, CHILDREN'S PLAY AREA,
OUTDOOR DINING OR OUTDOOR WAITING SPACES.
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PRIMARY PATIENT/ PARKING COUNT SUMMARY SCHEMATIC DESIGN -
. VISITOR ENTRY 1:125 BGSF = 304 TOTAL PARKING SPACES REQUIRED NOT FOR CONSTRUCTION
EXISTING ACCESSIBLE PARKING: 10% OF TOTAL = 31 FULLY SPRINKLERED
= CURB CUT VAN ACCESSIBLE PARKING: 1:6 OF 10% ACCESSIBLE = 6
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GENERAL NOTES

AREA - NET USABLE GROSS

30,050 SF

p7 AREA - NET USABLE

1. COLUMNS AND COLUMN GRIDS ARE CONCEPTUAL
ONLY. STRUCTURE IS BY OFFEROR.

2. SEE SERIES AE4 SHEETS FOR ENLARGED EQUIPMENT
PLANS BY ROOM CODE.

3. PROVIDE STRUCTURAL SUPPORT FOR ALL FLOOR
MOUNTED EQUIPMENT OVER 400 LBS.

4. PROVIDE STRUCTURAL SUPPORT FOR ALL WALL
MOUNTED EQUIPMENT OVER 20 LBS.

LEGEND

SCALE: 1/32"=1-0"

AREA - BUILDING GROSS

37,921 SF

SCHEMATIC DESIGN -
NOT FOR CONSTRUCTION
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VA BAKERSFIELD OPC - NORMAL POWER LOAD ESTIMATES
VA PER CONNECTED | AMPERES AT
LOAD DESCRIPTION SQUARE-FT
Q SQ-FT LOAD (VA) | 480V, 3-PHASE
INTERIOR LIGHTING 30107 1.2 36,128
CONVENIENT RECEPTACLES 30107 2.5 75,268
MEDICAL AND DENTAL EQUIPMENT 30107 2 60,214
HVAC 411,000
NURSE CALL, PUBLIC ADDRESS, FIRE ALARM, SECURITY 30107 0.2 6,021
EXTERIOR LIGHTING 200000 0.1 20,000
UPS EQUIPMENT FOR TELECOMM SYSTEM 30107 1 30,107
MISCELLANEOUS 30107 2 60,214
TOTAL 698,952 839
VA BAKERSFIELD OPC - ESSENTIAL ELECTRICAL SYSTEMS LOAD ESTIMATES
VA PER CONNECTED | AMPERES AT
LOAD DESCRIPTION SQUARE-FT
Q SQ-FT LOAD (VA) | 480V, 3-PHASE
EMERGENCY AND EGRESS LIGHTING 30107 0.15 4,516
MEDICAL AND DENTAL EQUIPMENT 30107 2 60,214
TELCOM & ELECTRICAL ROOMS COOLING 50,000 LEG EN D
HVAC CONTROL EQUIPMENT 30107 0.3 9,032
NURSE CALL, PUBLIC ADDRESS, FIRE ALARM, SECURITY 30107 0.1 3,011
FIRE PUMP (30HP) 33,000
UPS EQUIPMENT FOR TELECOMM SYSTEM 30107 1 30,107
MISCELLANEOUS 30107 1 30,107
TOTAL 219,987 264
Air System Sizing Summary for Block-Load Zone Sizing Summary for Block-Load Air System Design Load Summary for Block-Load Zone Design Load Summary for Block-Load
Project Name: VA-OPC - Bakersfield CA 05/15/2014 Project Name: VA-OPC - Bakersfield CA 05/15/2014 Project Name: VA-OPC - Bakersfield CA 05/15/2014 Project Name: VA-OPC - Bakersfield CA 05/15/2014
Prepared by: MA 03:06PM Prepared by: MA 03:06PM Prepared by: MA 03:06PM Prepared by: MA 03:06PM
Air System Information Air System Information
Air System Name e Block-Load Number of zones 1 Air System Name e Block-Load Number of zones 1
Equipment Class ..o PKG ROOF FIOOF BAFEE oo ss s ssss s s ss s s s essnn 38200.0 ft? Equipment Class ..o PKG ROOF FIOOF BAFEE oo ss s ssss s s ss s s s essnn 38200.0 ft? DESIGN COOLING DESIGN HEATING Zonse 1 DESIGN COOLING DESIGN HEATING
Air System Type SZCAV Location Bakersfield, California Air System Type SZCAV Location Bakersfield, California COOLING DATA AT Aug 1400 HEATING DATA AT DES HTG COOLING DATA AT Jul 1500 HEATING DATA AT DES HTG
COOLING OADB/WB 100.3 °F / 69.8 °F HEATING OADB /WB 33.7 °F /| 27.0 °F COOLING OADB/WB 101.1 °F/70.0 °F HEATING OADB /WB 33.7 °F /| 27.0 °F
Sizing Calculation Information Sensible Latent Sensible Latent OCCUPIED T-STAT 75.0 °F OCCUPIED T-STAT 70.0 °F
Sizing Calculationllr.lformation Zone and Space Sizing Method: ZONE LOADS Details (BTU/hr) (BTU/hr) Details (BTU/hr) (BTU/hr) Sensible Latent Sensible Latent
gg'n': égfﬂ Space Sizing Msel:"ﬂg; hace alrflow rates Calculation Monthe Jan to Dec Jone GEM Sum of " Calculation Month , 5 Window & Skylight Solar Loads 5443 ft? 181346 - 5443 ft? ; - ZONE LOADS Details (BTU/hr) (BTU/hr) Details (BTU/hr) (BTU/hr)
----------------------------- im of s alculati one cerrerrrmmenrreenereeee: UM OF Space airflow rates alculation Months an to Dec Wall Transmission 5917 ft2 12009 - 5917 ft2 9641 - Window & Skylight Solar Loads 5443 ft? 185551 - 5443 ft* - -
S CFM o Individual k load S = = Calculated ivi izi
pace ndividual peak space loads 1Zing Data alculate Space CFM Individual peak space loads SiZiNg Data ... sssssssassnssnes Calculated Roof Transmission 38200 78301 38200 34830 Wall Transmission 5917 fi2 13000 5917 f2 9641
Window Transmission 5443 12 51228 5443 12 90731 Roof Transmission 38200 78816 38200 2 34830
Central Cooling Coil Sizing Data Zone Sizing Data Skylight Transmission 0 ft 0 0 fi? ] Window Transmission 5443 ft2 53371 5443 ft? 90731
Flta: GO!: :Daj 11?3.3 ng‘llj Eof%gicwg at 10'2“:?;1:902 - Door Loads 0 ft? 0 - 0 ft? 1] - Skylight Transmission 0 ft? 0 - 0 ft? 1] -
t ,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, L L R S T o w 0} N B H ] ] ] ]
Sensible coil load 1119.0 MBH Entering DB / WB 80.0/64.6 °F Maximum Design|  Minimum Time| Maximum Zone Floor Transmission 38200 f 0 - 38200 f 0 . DoorLoads ot 0 . ot 0 .
Coil CFM at Aug 1400 46998 CFM Leaving DB / WB oo 57.6/56.1 °F Cooling Air Air off  Heating Floor Partitions oft 0 oft 0 Floor Transmission 38200 ft* 0 38200 ft* 0
Max BIock CFM e 46998 CFM GOl AP e 551 °F Sensible Flow Flow Peak Load Area Zone Ceiling 0 ft? 0 0 ft2 0 Partitions 0 ft? 0 0 ft2 0
Sum of peak zone CFM 46998 CFM Bypass Factor 0.100 Zone Name (MBH) (CFM) (CFM) Load (MBH) () CEM/fE Overhead Lighting 54940 W 221571 - 0 0 Ceiling 0 ft? 0 0 ft2 0
S_denSibIe L= = — 0.949 Resu"ing e 48 :fﬁ Zone 1 997.2 46998 46998 Jul 1500 148.7 38200.0 1.23 Task nghting ow 0 - 0 0 - Overhead Lighting 64940 W 221571 - 0 0 -
g{l?n ................................................................................... 388.7 Design supply TemMIP. e 55.0 °F Electric Equipment 76400 W 260676 - 0 0 - Task Lighting oW 0 - 0 0
(hr-ft?) 30.9 Zone T-stat Check 1of1 QK . . - -
Water flow @ 10.0 °F FiS€ oo NIA Max zone temperature deviation ... 0.0 °F Zone Terminal Sizing Data People 382 93589 78310 0 0 0 Electric Equipment 76400 W 260676 - 0 0 -
Mo Zone Terminal Sizing Data required for this system. Infiltration - 0 0 - 0 0 People 382 93589 78310 0 0 0
_ Miscellaneous - 0 0 - 0 0 Infiltration - 0 0 - 0 0
Central Heating Coil Sizing Data Space Loads and Airflows Safety Factor 10% / 10% 89872 7831 10% 13520 0 Miscellaneous - 0 0 - 0 0
Max coll load .. e 365.0 MBH Load occurs at Des Htg Total Zone Load - 988590 86141 - 148722 0 Safety Fact 10% / 10% 90657 7831 10% 13520 0
Coil CFM at Des Hig 46998 CFM R ——— 8.6 Cooling]  Time Al Heating] Floor o ot - 578660 56141 - 145730 0 S - : 597251 T1a1 : Ta5722 0
Max coil CFM 46998 CFM Ent. DB / Lvg DB 65.4/72.7 °F Zone Name / Sensible of Flow Load Area Space o vval Loag o 5 o 5
Water flow @ 20.0 °F drop . NIA 2 o - .
- :ep:ce Name Mult. (MBH) Load (CFM) (MBH) (ft2) CFM/ft? Bienum Roof Load o > S >
Plenum Lighting Load 0% 0 - 0 0 -
SufP'YIFa" g::z";ng Data . i . A 1st - floor Block Load 1 997.2 Jul 1500 46998 148.7 38200.0 1.23 oo Far Load 25598 CEM 5 125998 G 5 -
ctual max an motor o r—
< Standard CFM T 46168 GFM Fan motor KW 0.00 kW Ventilation Load 5730 CFM 140294 25797 5730 CFM 219297 0
< Actual max CFMIf 1.23 CFM/it? Fan static 0.00 inwg Supply Fan Load 46998 CFM 0 46998 CFM 0 -
e Space Fan Coil Fans - 0 - - ]
g Duct Heat Gain / Loss 0% 0 - 0% 0
_ Outdoor Ventilation Air Data >> Total System Loads - 1118955 60344 - 365029 0
g Design airflow CFM ... 5730 CFM CRMIPEISON e eessss s ssssssana 15.00 CFM/person Central Cooling Coil _ 1118955 50370 _ 0 0
5 CrMIm® 015 CRM/ Central Healing Col - 0 : - 365029 :
Ul >> Total Conditioning = 1118955 60370 . 365029 0
8 Key: Positive values are clg loads Positive values are htg loads
Q Negative values are htg loads Negative values are clg loads
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